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UNT SYSTEM REGULATORY REQUIREMENTS 
 

SECTION 014100 
 

 

PART 1 GENERAL 

1.1 SUMMARY 
A. Design and construction codes applicable to UNT System projects are as follows: 

1. National Fire Protection Association (NFPA) 
a. 2018 edition NFPA 1 Fire Code 
b. 2013 edition NFPA 13 Standard for the installation of [Fire] Sprinkler Systems 
c. 2013 edition NFPA 13R Standard for the installation of [Fire] Sprinklers in Low




