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operating nut exceeds forty eight (48) inches, in depth (below finish grade), a permanently attached 
extension shall be attached to the valve stem to bring it to the minimum depth of forty-eight (48) 
inches. All valves shall open by turning to the left and shall have a two-(2) inch operating nut or be 
hand-wheel operated as shown on the plans. 

d. Approved Manufacturers:  
i. Mueller  
ii. Waterous  
iii. Kennedy  
iv. American-Darling  
v. Clow Corporation 



EFFECTIVE DATE 
  01 June 2020 

Project Name, Project Location  211100 
Architect Name, Project No.  FACILITY FIRE SUPPRESSION WATER SERVICE PIPING 

UNIVERSITY OF NORTH TEXAS 
 

or damaged during construction shall be replaced to original condition or better by the contractor.  
C. Minimum bury depth: Minimum bury depth shall be forty-eight (48) inches from finished grade to the top of the 

pipe or as directed by the Owner.  
D. 


