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B. Gaskets for Flanged Joints: 1/16 inch thick for pipe size 10 inches and smaller and 1/8 inch thick for all pipe 
size 12 inches and larger. Pingtype shall be used between raised face flanges and full face-type between flat 
face flanges with punched bolt holes and pipe opening. Gaskets shall be Garlock Style 3400 compressed non-
asbestos or equal.  
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1. Raychem XL-Trace®, or equivalent, listed and supervised thermostatically controlled heat-trace tape, 
capable of maintaining pipe temperature above 40º F., shall be installed along the pipe system and 
sprinkler heads per manufacturer’s installation instructions; pipe shall also be insulated with minimum 1 
inch thick Pittsburg Corning Foamglas®, John Manville Mico-Lok® Fiber Glass Pipe Insulation, or 
approved equivalent, type insulation. Where insulation is subject to damage, a metal outer jacket shall be 
installed over the insulation.  

2. Provide a dry pipe sprinkler system with all necessary components to protect the sprinkler system pipe 
and heads located in the unheated space. 
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